
Work Order (Bid Form)

Richard Goddard 615-812-8955

WO/90009MD2660/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

Audit performed 9 Apr 2012, Site Built 1984, 1204 SQFT

COMMENT

Company Name & License Number:

Contractor's Signature:

90009MD2660Audit Name:

CLIENT INFORMATION

Davidson

90009MD2660

Alt. Client ID:

Client Name: Address:

Client ID: ,    

AGENCY INFORMATION

Metropolitan Development and Housing Agency (615) 252-8500

(615) 252-8533701 South Sixth Street

Agency Phone:Agency:

Email Address:

Fax:Address:

Nashville, TN   37206
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Client Name:

Client ID: 90009MD2660

Alt. Client ID: Davidson

Work Order Name: WO/90009MD2660/1

Work Order (Bid Form)

Version 8.6.0

DOE Weatherization Assistant

Report Run On: 4/10/2012



Measures

Infiltration Redctn

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Infiltration Reduction Measures:
1..Attic acces qty of 3 -  WS, insulate, latch 

2. Door1 - Provide proper WS on bottom edge of door (not just a Doorsweep)
3. Replace top pane at Win1 (double pane app 34x30)

Components Inspected

#

1

Infiltration Reduction10 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Floor Ins. R-19 F1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 2x10 Joist 16"OC
Added cost to remove and dispose of  existing crawlspace wall insulation 

(batts hanging from sill - app 80 linier ft 3 to 4 ft tall)

Components Inspected

#

2

Floor Insulation  - 

Fiberglass Faced Batt - 

R-19

1 728SqFtInsulation

Floor Insulation  - 

Fiberglass Faced Batt - 

R-19

2 728SqFtLabor

Added Misc Cost3 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Install/Replace Heatpump HS1,HS2,HS3,AC1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment      App 2 ton Split system, use existing pad, disconnect box, wiring, duct 
work, thermostat. System must meet and comply with Metro Mechanical 

Code. Must perform Manual J. Size accordingly by a licensed HVAC 
contractor.

Components Inspected

#

3

Heatpump  - 24  kBtu/h 

Existing, Consult 

Manual J Data

1 1EachHeating Equipme

Heatpump  - 24  kBtu/h 

Existing, Consult 

Manual J Data

2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Refrigerator Rplcmnt

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment REFRIGERATOR - Replace with app 18 CF, top freezer, energy star rated. 
Properly dispose of existing unit

Components Inspected

#

4

Any - Energy Star Rated10 1EachRefrigerators

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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CO Monitor is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

5

CO monitor1 1EachHealth and Safety

Labor2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Provide 6 HVAC filters 14x20

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

6

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Smoke Detector is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

7

Smoke detector1 2EachHealth and Safety

Labor2 2EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Vapor Barrier Needed 

(Basement/Crawlspace)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Vapor barrier - Remove and dispose of existing deteriorated barrier

Components Inspected

#

8

Basement / crawlspace 

vapor barrier (+)

10 728SqFtUnspecified

Added cost to remove 

existing barrier

11 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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